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Overview Notifications Manage Administration
v | View Gateways Qs
All .
™ Type Sensor Name Data Last Check In Signal Battery

Far Back Warehouse o i o .
Humidity - 434746 43.82% @ 67.2° FD: 44.4° F 10/24/2018 2:31 PM . I I

— .
Server Room Humidity - 47.41% @ 62.2° F D: 42° F  10/24/2018 2:30 PM
434756 all

¥-Axis 0.7 mm/s 12 Hz, Y-Axis
e } 0.5 mm/s 19 Hz, Z-Axis 4.6 .
Vibration Meter - 434747 mm/s 13 Hz, Duty Cycle 100 10/24/2018 2:39 PM l I I
% E

Displays a list of all your deployed sensors

Overview Notifications Manage Administration

Notification List @QB
Type Notification Name Last Sent Sending To Test
e Maved 10/17/2018 10:10 AM < M
@D |/~ testrotify 10/24/2018 11:01 AM < W
Settings Scheduls Sent From People to Notify
Recently Sent Notifications Date Range: 10/24/2018 - 10/24/2018
Date Sent Status Sent To Reading Acknowledged
l?jz‘uzms 10T Erail sent Roy Rose Email  40.17% @ 78.3° FD: 52.1° F ?g}:;ﬁffms 102 A
A ZATZOTETEOT sys via SMTP Sent Stan Robinson SIS 40.17% @ 78.3° FD: 52.1° F T —
;?;24"2018 10559 Erail sent Roy Rose Email  49.76% @ 70.6° FD: 517 F ?gi’z'fﬁffms 11201 A
S;ZMZMS 10:59 gpus via SMTP Sent Stan Robinson SMS 49.76% @ 70.6° FD: 51° F ?33'2'255913 11201 A
10/24/2018 10:55 Email Sent Roy Rose Email MNotification Test Roy Rose

AM 10/24/2018 10:58 AM

Notifications page of each sensor’s readings.
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History €' Chart Motifications Export Edit Scale

Missed Communications Date Range: 10/24/2018 - 10/24/2018
Date Signal Battery Sensor Reading
10/24/2018 2:41 PM 57 100 43,328 @67.2° FD: 44.1°F =
10/24/2018 2:31 PM 70 100 43,8B2% @67.2° FD: 44.4° F
10/24/2018 2:21 PM 70 100 43.B1X @67.1° FD: 44.4° F
10/24/2018 2211 PM 57 100 445 @ 67,17 FD: 44.5° F
10/24/2018 2:01 PM 42 100 44, 88% @ 67.1° FD: 45° F
10/24/2018 1:51 PM 51 100 45.17% @ 67 FD: 45.1° F
10/24/2018 1:41 PM 42 100 45.71% @ 66.9° FD: 45.3° F
10/24/2018 1:31 PM 62 100 46.36% @ 66.6° F D: 45.4° F
10/24/2018 1:21 PM 69 100 47.4% @ 66.4° FD: 45.8° F
10/24/2018 1:11 PM 66 100 45.06% @ 66.3° FD: 46.6° F
10/24/2018 1:01 PM 42 100 51.47% @ 66.2° FD: 47.8° F
10/24/2018 12:51 PM 21 100 51.44% @ 66° FD: 47.6° F
History MNotifications Export Edit Scale
Sensor Readings Date Range: 10/17/2018 = 10/24/2018

Far Back Warehouse Humidity - 434746
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Chart display of deployed sensor
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